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DESIGN CRITERIA FOR THE GEOLOGIC
REPOSITORY OPERATIONS AREA

8§60.130 General considerations.

Pursuant to the provisions of
§60.21(c)(2)(i), an application to receive,
possess, store, and dispose of high-level
radioactive waste in the geologic re-
pository operations area must include
the principal design criteria for a pro-
posed facility. The principal design cri-
teria establish the necessary design,
fabrication, construction, testing,
maintenance, and performance require-
ments for structures, systems, and
components important to safety and/or
important to waste isolation. Sections
60.131 through 60.134 specify minimum
requirements for the principal design
criteria for the geologic repository op-
erations area.

These design criteria are not in-
tended to be exhaustive. However,
omissions in §§60.131 through 60.134 do
not relieve DOE from any obligation to
provide such features in a specific fa-
cility needed to achieve the perform-
ance objectives.

[61 FR 64269, Dec. 4, 1996]

EFFECTIVE DATE NOTE: At 61 FR 64269, Dec.
4, 1996, §60.130 was revised, effective Jan. 3,
1997. For the convenience of the user, the su-
perseded text is set forth as follows:

§60.130 Scope of design criteria for the geo-
logic repository operations area.

Sections 60.131 through 60.134 specify mini-
mum criteria for the design of the geologic
repository operations area. These design cri-
teria are not intended to be exhaustive, how-
ever. Omissions in §§60.131 through 60.134 do
not relieve DOE from any obligation to pro-
vide such safety features in a specific facil-
ity needed to achieve the performance objec-
tives. All design bases must be consistent
with the results of site characterization ac-
tivities.

§60.131 General design criteria for the
geologic repository operations area.

(a) Radiological protection. The geo-
logic repository operations area shall
be designed to maintain radiation
doses, levels, and concentrations of ra-
dioactive material in air in restricted
areas within the limits specified in
part 20 of this chapter. Design shall in-
clude:

(1) Means to limit concentrations of
radioactive material in air;

§60.131

(2) Means to limit the time required
to perform work in the vicinity of ra-
dioactive materials, including, as ap-
propriate, designing equipment for ease
of repair and replacement and provid-
ing adequate space for ease of oper-
ation;

(3) Suitable shielding;

(4) Means to monitor and control the
dispersal of radioactive contamination;

(5) Means to control access to high
radiation areas or airborne radioactiv-
ity areas; and

(6) A radiation alarm system to warn
of significant increases in radiation
levels, concentrations of radioactive
material in air, and of increased radio-
activity released in effluents. The
alarm system shall be designed with
provisions for calibration and for test-
ing its operability.

(b) Protection against design basis
events. The structures, systems, and
components important to safety shall
be designed so that they will perform
their necessary safety functions, as-
suming occurrence of design basis
events.

(c) Protection against dynamic effects
of equipment failure and similar events.
The structures, systems, and compo-
nents important to safety shall be de-
signed to withstand dynamic effects
such as missile impacts, that could re-
sult from equipment failure, and simi-
lar events and conditions that could
lead to loss of their safety functions.

(d) Protection against fires and explo-
sions. (1) The structures, systems, and
components important to safety shall
be designed to perform their safety
functions during and after credible
fires or explosions in the geologic re-
pository operations area.

(2) To the extent practicable, the geo-
logic repository operations area shall
be designed to incorporate the use of
noncombustible and heat resistant ma-
terials.

(3) The geologic repository oper-
ations area shall be designed to include
explosion and fire detection alarm sys-
tems and appropriate suppression sys-
tems with sufficient capacity and capa-
bility to reduce the adverse effects of
fires and explosions on structures, sys-
tems, and components important to
safety.
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